1. Conduits shall be stamped with Council’s name and the identity of the optic fibre in accordance with AS 2053 and AS/ACIF 5009:2008.

2. Outlet of PVC drain from optic fibre pit to be min 100 above invert of storm water drain pipe.

3. Pit lids should be stamped with relevant Council’s name and the identity of the optic fibre.

4. Pits located within a carriageway shall have loading strength Class D in accordance with AS 3996.

5. Corrugated plastic gasket shall be installed under the concrete lid.

6. Flanged conduit connections with rounded surface shall be provided at all conduit to pit connections to avoid cable damage. Flap entry shall be perpendicular to and flush with pit wall.

7. All dimensions are in millimetres unless shown otherwise.